INIEKEVIUUNIAIN UNITL

BOILER INTERFACE CONDITIONS
FOLLOWING HP TURBINE UPGRADE

5,614,000 Ib/h
FROM 579 psia TO IP TURBINE
REHEATER TOUUF —>
6,900,000 Ib/h
FROM 2412.2 psia
BOILER 1600 °F
HP TURBINE
5,614,000 tb/h
TO 621 psia
REHEATER € %20°F
6,960,000 Ib/h h 4
TO 2900 psia HTR
ECONOMISER % 8 e
553 °F
{69,000 assumed lost in boiler)
i
0 Ib/h
SUPERHEATER 2900 psia
SPRAYWATER S |
(from BFP discharge) 355°F
1997 Steam Tables
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